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      Sales Circular No. D- 59/2013 
From 
 
  CE/Commercial, 
  DHBVN, Hisar. 
To 
 
  All CEs/SEs/XENs/SDOs/OP, 
  JEs-I, Incharge Sub office, in DHBVN. 

 
  Memo No. Ch- 59/SE/Comml/R-16/11/2006/S/C/F-25  Dated :25/10/2013 
 
Subject:  Removal of un-authorized structure erected under / near Nigam’s 

lines/wires in violation of the Indian Electricity Rules 1956. 
 

The Nigam receives innumerable complaints/requests for shifting of 

electricity lines passing over residential locations. As per provision of the Rule 79 & 80 of 

the Indian Electricity Rules 1956 Section 53 & 68 (5) read with section 161 of Indian 

Electricity Act- 2003 cleraly stipulate that the following minimum horizontal and vertical 

clearance essentially required to be maintained from the Electricity mains / installation of 

any building / structure where a extra high voltage / high voltage or medium / low tension 

line passes above or adjacent to any building or part of building to avoid any mishap / fatal 

accident. 

The creation of any permanent/ temporary structure beneath the wires/lines 

of the Licensee / Nigam / Supplier without permission is a violation of the Indian Electricity 

Act. 2003 and Indian Electricity Rules 1956. No person can violate the requirements of 

clearances under the lines and on the sides of the lines as stipulated in Rules 79 & 80 of the 

IER 1956 

Although, the Municipal Committee/council is charged with the duty of 

sanctioning building plans and preventing unauthorized constructions from coming up within 

the municipal limits. It is due to the lack of proper enforcement by the MCs that the problem 

of unauthorized construction coming up under the electricity lines has become such a 

severe problem in urban areas. Therefore, the primary responsibility for such constructions 

coming up under the electricity lines lies with MCs. However, the Nigam can not absolve 

itself from the responsibility for such constructions coming up under the Electricity lines. 

As such, the matter has been reviewed by the Nigam in view of large number 

of complaints/requests received from various quarters and it has been decided to issue 

notices as per attached format to all the persons who have constructed houses 

under/beneath the Nigam’s lines warning them of possibilities of accidents while living 

beneath these lines and ask them to immediately take appropriate safety measures and get 

it shifted as deposit work in their own interest, if possible. 

   All the sales circulars / instructions on the subject are superseded. 

The above instructions may be brought to the notice of all concerned for 

careful and meticulous compliance. 

  The above instructions may be brought to the notice of all concerned for 

meticulous compliance.  

DA/Notice          CE/Commercial  
           DHBVN, Hisar. 
  



 
DAKSHIN HARYANA BIJLI VITRAN NIGAM 

From 
 
  S.D.O 
  Operation Sub Division, 
  DHBVN, 
To 
  __________________ 
  __________________ 
  __________________ 
 
 Memo No. Ch-        Dated:   
 
Subject: ‐  NOTICE‐ for Removal of un‐authorized structure erected under/near  
  Nigam’s lines/wires in violation of the Indian Electricity Rules 1956. 

Whereas on inspection it is noticed that you have raised / extended your 

building / structure / projection, balconies, Chajjas, Boundry wall etc. under the laid 

electrical mains/ associated electrical installations in contravention to the provisions of 

rule 79 & 80 of Indian electricity rules 1956 section 53 and 68(5) read with Section 161 

of Electricity Act 2003. 

Whereas rules 79 and 80 (and amendments thereof) of Indian Electricity 

Rules clearly stipulate the following minimum Horizontal & Vertical Clearance 

essentially required to be maintained from the electricity mains / installation of any 

building / Structure where a Extra High Voltage/High voltage or medium/ low‐tension 

line passes above or adjacent to any building or part of building to avoid any mishap / 

Fatal accident. 
Indian Electricity Rules, 1956 

Minimum Vertical and horizontal clearances required under rules 79 and 80. 
S. 

No. Lines/ Installations Minimum Vertical Minimum Horizontal 

  Clearance where line is clearance where line 

  passing above a building / is passing adjacent to 

  structure/ balcony etc. a building / structure / 

   balcony etc.   

1 Low or Medium Voltage 
lines 2.5 mtr from the highest 1.2 mtr from the 

 
and service lines upto 

650V. point nearest point.   

2 High Voltage Line upto 
and 3.7 mtr from the highest 1.2 mtr from the 

 including 11000 Volt. point. nearest point.   
3 High Voltage Line above 3.7 mtr from the highest 2 mtr from the 

 11000 volt and upto and point. nearest point.   

 including 33000 Volt.       

4 Extra high Voltage line 
above 3.7 mtr. (plus 0.30 mtr for 2 mtr (plus 0.30 mtr 

 33000 Volt. every additional 33000 for every additional 

  volt or part thereof) 33000 volt or part 
      thereof) 

 
  

The creation of any permanent/ temporary structure beneath the 
wires/lines of the Licensee / Nigam / Supplier without permission is a violation of the 
Indian Electricity Act. 2003 and Indian Electricity Rules 1956. No person can violate the 
requirements of clearances under the lines and on the sides of the lines as stipulated in 
Rules 79 & 80 of the IER 1956. Further Section 82 of the IER 1956 provides that before 
initiating any construction under or near the existing lines/wires which is going to violate 



the minimum Vertical and Horizontal clearance specified in rules 79 & 80, the 
concerned person has to give notice to the Nigam/supplier – upon receipt of notice the 
Nigam shall intimate the cost of shifting of the wire/lines ‐ upon deposit of the costs by 
the concerned persons, the inline / wires shall be shifted by the Nigam. The rule 
(Section 82 part 6) also provides that in a situation where the person doesn’t deposit the 
estimated cost of the alteration, then the Nigam shall be the aggrieved party for the 
purpose of the note. 

It is noticed that you have never bothered to give notice to the 
Nigam/supplier regarding the installation of Construction of permanent/temporary 
structure under the Nigam’s wires. The structure that you have created has violated the 
minimum vertical and horizontal clearances required u/s 79 & 80 of the IER 1956. 
Hence the Nigam is the aggrieved party for the purpose of Rule 82. The illegal 
construction is in contravention of the provision of the Indian Electricity Rules, 1956 
under Rule No 79, 80 and 82 and section 68 (5) of Indian Electricity Act, 2003 and 
attracts penalty under Rule 140 & 140(A) of the Electricity Rules, 1956. 
By violating the provisions of the rules mentioned above, you have endangered human 
life and property and any accident / loss that are incurred on this account – either due to 
interruption in supply, or damage to any property / human being shall be your sole 
responsibility. You are hereby notified to remove unauthorized structures / buildings, 
projections / balconies / boundary wall etc. Immediately, failing which action will be 
intimated for removal of illegal structures through Executive Magistrates as also you will 
be held responsible for any loss of life and property besides power failure and shall be 
prosecuted, as per law. 
You are directed to remove the un – authorized structure within 15 days of receipt of 
this notice, in case you fail to do so, this office shall initiate action against you as per the 
provisions of Electricity Act. 2003 & Indian Electricity Rules, 1956 to ensure the 
clearance required. 
 
 
         S.D.O 
         Operation Sub Division, 
         DHBVN, 
 
Endst. No…………… Dated …………………   

Forwarded to the following for further necessary action, please:‐     
1. SDM …………………… for Information.       
2. Chief Electrical inspector …………………..     
3. S.E Ops DHBVN ………………………       
4. XEN (OP) Division, DHBVN ………………….     

 
 
 

         S.D.O 
         Operation Sub Division, 
         DHBVN, 

  


