
 SALES CIRCULAR NO. D-9/2004  
 
  
 
  Memo No.Ch-9/SE/Comml./R-16/43/2004  
  Dated:  23.3.2004 
 
Subject: Providing separate NDS connection to Industrial consumers  
  for lighting purposes on request. 
 
  Under the existing instructions, no separate connection is being given to 

the industrial consumers for meeting the requirement of lighting etc. for offices/security 

even during the temporary disconnection.  Hon’ble Haryana Electricity Regulatory 

Commission has desired to provide a separate single phase NDS connection up to 5 KW 

only on request of consumer. 

  In view of the above it has been decided that interested consumers may 

apply for  separate single phase NDS connection as follow:- 

a) The existing or new LT/HT industrial consumers can seek a separate single 

phase NDS connection up to a load 5 KW on the same premises having 

regular industrial connection for the purpose of meeting the requirement of 

lighting etc. for offices, security, elevators, pumps etc.  The consumer through 

this connection shall not perform any industrial activity even during 

temporary disconnection period of their regular industrial connection. 

b) This connection would be treated as a separate and distinct NDS connection 

altogether from the regular industrial connection and will be considered as a 

new connection. 

c) This connection will be available to the consumer even during the temporary 

disconnections of industrial connections. 

d) The wiring and the connected load for this NDS connection will be physically 

& distinctly separated from the wiring of the regular industrial connection at 

all times & shall be connected to only lighting loads. 

e) The shifting of load from this NDS connection to the regular industrial 

connection will be treated as an act of malpractice/un-authorized extension of 

load and will be treated as per applicable instructions/policy of the Nigam. 

f) The location of the metering arrangement for this NDS connection will be 

separate from the metering arrangement of their industrial connection and will 

not be tapped from the existing LT/HT Industrial connection. 

g) Under the present terms and conditions of supply, the Industrial consumer is 

allowed to consume up to 5% of the monthly average consumption of 

preceding six months for factory lighting.  With the provision of a separate 

connection under the NDS category for factory lighting purposes, the above 

facility shall stand withdrawn with immediate effect.  Henceforth while 

effecting TDCO of the LT/HT Industrial consumers, the same shall be 

effected by disconnecting/removing all three phases. 

 



   The above instructions may be brought to the notice of all 

concerned for strict and meticulous compliance.  

      

          -sd- 
  SE/Commercial, 

     for GM/Comml, DHBVN Hisar. 
 


