
Subject: Amendment in Tech. Specifications for Portable Three Phase Electronic 
Reference Standard Meter Capable of Testing of HT Meters. 

 
 

1. Technical Specification No. S-176/DD-177/2008:- 
 

Sr. 
No. 

Clause 
No. 

Existing Proposed 

1. 21 GUARANTEE: 
 
          The Electronic Reference 
Standard Meter should be guaranteed 
for performance for a period of 18 
months from the date of commissioning 
of 12 months from the date of receipt in 
stores, whichever date is earlier.  The 
equipment found defective within the 
above guarantee period shall be 
repaired/ replaced by the supplier free 
of cost within one month of receipt of 
intimation. 

WARRANTY 
In case of Electronic Meters the supplier 
shall be made responsible to replace free of 
cost, with no transportation or insurance-
cost to the Nigam, up to the destination, the 
whole or any part of the material which in 
normal and proper use proves defective in 
quality or workmanship, subject to the 
condition that the defect is noticed within 78 
months from the date the material is 
received by the consignee or 72 months 
from the date of installation which ever 
period may expire earlier. The consignee or 
any other officer of the Nigam actually using 
the material will give prompt notice of each 
such defect to the supplier as well as the 
Purchasing authority and the Controller of 
Stores. The replacement shall be effected 
by the supplier within a reasonable time, but 
not, in any case, exceeding 
45 days. The supplier shall also arrange to 
remove the defective supply within a 
reasonable period but not exceeding 45 
days from the date of issue of the notice in 
respect thereof. Upon the firm failing to do 
so, the damages/defects may be got 
rectified by the Nigam and the cost adjusted 
from the firm’s pending dues and/or security 
deposit  against this or any other contract in 
force and the balance left be got deposited 
good by the supplier. The Nigam may 
withheld the amount equal to cost of 
defective material. These provisions shall, 
also equally apply to the replaced material. 
In case, the material is again found to be 
defective within warranty period, it shall, 
also, have to be replaced similarly. 
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